NOTES:

1. CONCRETE MINIMUM STRENGTH 5,000 PSI AFTER 28 DAYS.
2. STEEL REINFORCEMENT – ASTM A615, GRADE 60., 1” MIN. COVER.
3. ALL MATERIAL CONFORM TO ACI–318.
4. THREE PHASE-15 KV. 75–500 kVA.