EVERSOURCE – NH SPLICE PIT

**PLAN**

- 4X4 PT BEAM
- (2) 7'4"x2'8" COVERS
- (4 QT) 7" HOLES (3 SIDES)
- 1'/0" CHAMFER ALONG 3 EDGES OF BOTH COVERS, TYP.
- (3) 1/2" RECESSED PI-2 (POLYPROPYLENE) PULLING IRONS

**SECTION A-A**

- 4"X4 BEAM POCKET
- 2'-8" 2'-8" 2'-8"
- 1'/0"
- 2'-0"
- 1'/0"

**SECTION B-B**

- 4" 1'/0"
- 6"
- 6"
- 6"

**NOTES:**
1. CONCRETE MINIMUM STRENGTH 4,000 PSI AFTER 28 DAYS.
2. DESIGNED FOR H-10 LOADING.
3. STEEL REINFORCEMENT PER ASTM-A615 GRADE 60

**WEIGHT**
- COVER (EACH) 675 LBS
- PULL BOX 6,500 LBS

Specifications subject to change without notice