10" DIA. BOLT PATTERN

PLAN

SECTION A–A

SECTION B–B

NOTES:
1. CONCRETE MINIMUM STRENGTH 4,000 PSI AFTER 28 DAYS.
2. CONDUIT, ANCHOR BOLTS AND TEMPLATE SUPPLIED BY OTHERS.
3. LIGHT POLE BASE SIZE IS TO BE SPECIFIED BY A QUALIFIED ENGINEER.

WEIGHT: 580 LBS/VERTICAL FOOT

LIGHT POLE BASE
24" SQUARE